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Office of the

Executive Engineer,

Boiler Maintenance Divigion,
TTPS/Tuticorin - 4.

Sub: TTPS -BM-Unit-I1I - Conversion of existing conventional Airpreheater
Model: 27VIT 72~ (74”) to Modular Airpreheater with 24 sectors
Model: 27vITM 2000 having double sealing arrangement -Performance
report - Reg.

Ref: 1. P.O. No. C-EITTPS{P.O.7835-MIEE{MM/AEE-SIEOT 1766-M /
D.5960/13, dt. 06.11.2013.
2. Lr. No. SE[PWWFPS{SPARES{AEE-WOTJS{I‘!-I5{0.416/14,
dt.18.09.14.
3. L.0. NO.EE{MMIAEE-SIEP.O.NO.7835-MID. 3363/14, dt. 26.09.14.

Laldatidiali]

With references to the above, the following details are furnished
herewith for further action please.
L. After Renovation & Modernization, the airpreheaters were put into service on

14.01.2014,
2. The performance of the renovated airpreheaters are found satisfactory till
date.
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